Lumlnalre Schadule
Projact; First Financial Bank - of
Symbol Qty Labal Total Lamp Lumens LLF Dascriptiol
1 AC3 SINGLE 38000 0.720 | Lithonta KAD 400M R3 VOLTS SCWA SPD04 FIN LPI/ SSS 25 4C DM19 FIN
1 AG3H SINGLE 38000 0.720 Tihonia KAD 400M R3 VOLTS SCWA SPD04 HS FINLPI/ SSS 25 4C DM19 FIN
o] 8 N SINGLE 16500 0.720 Lithonfa G3V 175M FW A12GL VOLTS SCWA
© 4 SPA SINGLE 5500 0.720 Lithonia ASBX 70M R5 VOLTS FIN LPI
Calculation Summary
Projoct: First Financiat Bank - Radstone of Kanwood
Labsl CalcTypo Units Avg Max Min Avg/Min | MaxMin
Calchis - Property Line lluminance Fe 0.09 1.2 0.0 N.A. N.A.
CalcPts - Site Fc 2.34 30,0 0.0 N.A, N.A,
CalcPts - Drvie Thru llluminance Fc 43.74 55.6 16.3 2.68 341
NOTES:
TYPE AC3 & AC3H - FIXTURES ARE MOUNTED AT 280" AF.G. (25-0* POLE & 30" BASE)
TYPE N - FIXTURES ARE MOUNTED AT 12-0° A.F.G. y o al [
TYPE SP-1- BOLLARDS ARE MOUNTED AT 3-6" AF.G. i [\ 6 2 5 = OO E
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bo b THIS DOCUMENT IS THE PRODUCT AND EXCLUSIVE PROPERTY OF KING LIGHTING, INC.
! NEITHER THE DOCUMENT NOR THE INFORMATION [T CONTAINS MAY BE COPIED GR
) USED BY ANY COMPANY OTHER THAN THE COMPANY FOR WHICH IT WAS PREPARED
bo b vo WITHOUT THE EXPLICIT CONSENT OF KING LIGHTING, INC. ANY VIOLATION MAY
19.60 ° o : : RESULT IN APPROPRIATE LEGAL ACTION.
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